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Executive Summary

Under the Safe Drinking Water Act Amendments of 1996, al states are required by the U.S. Environmental
Protection Agency (EPA) to assess every source of public drinking water for its relaive sengtivity to
contaminants regulated by the act. This assessment is based on aland use inventory of the designated
assessment areas and sengtivity factors associated with the spring and the aguifer characterigtics.

This report, Source Water Assessment for Preston Eastside Water Works, Preston, Idaho, describesthe
public water system (PWS), the boundaries of the zones of water contribution, and the associated potential
contaminant sources located within these boundaries. This assessment should be used as a planning toal,
taken into account with local knowledge and concerns, to develop and implement appropriate protection
measures for this source. Theresults should not be used as an absolute measur e of risk and they
should not be used to undermine public confidence in the water system.

The Preston Eastside Water Works PWS (# 6210012) is a community drinking water system located in
Franklin County. The water system consists of one spring that was developed and covered in the 1930's, and
later improved in 1990. The spring is located approximately two miles northeast of Preston on the southwest
sde of Glendale Reservoir. The discharge of the spring is variable throughout the year, depending on
precipitation. The water from the spring is delivered to a 30,000-gdlon storage reservoir. The drinking water
from the system is disinfected using hypochlorine manudly injected into the reservoir. The water system
currently serves 130 persons through 40 connections.

The potentia contaminant sources within the ddlinestion capture zone are the Glendale Reservoir, Glendae
Road, Worm Creek, an unimproved road that runs near the Glendale Reservoir, and an irrigation cand. If an
accidental spill occurred into any of these road corridors or water corridors or into the reservoir, inorganic
chemica (I0C) contaminants, volatile organic chemica (VOC) contaminants, synthetic organic chemica
(SOC) contaminants, or microbial contaminants could be added to the aguifer systems. No other potential
contaminant sources were identified within the delinested areathat may contribute to the overal vulnerability of
the water source.

Find soring susceptibility scores are derived from heavily weighting potential contaminant inventory/land use
scores and adding them with system construction scores. Therefore, alow rating in one category coupled with
ahigher rating in the other category resultsin afind rating of low, moderate, or high susceptibility. Potential
contaminants are divided into four categories. 10Cs (i.e., nitrates, arsenic), VOCs (i.e., petroleum products),
SOCs (i.e., pesticides), and microbia contaminants (i.e., bacteria). Asa spring can be subject to various
contamination settings, separate scores are given for each type of contaminant.



For the assessment, areview of laboratory tests was conducted using the State Drinking Water Information
System (SDWIS). Totd coliform bacteria have been detected in the distribution system severd times
between July 1994 and October 2002, with repeated detectionsin July 1994, January 1995, September
1998, and April 2001. E.coli bacteriawere detected in the distribution system oncein 1997. However, no
E.coli or caliform bacteria have been detected at the spring. No SOCs or VOCs have been detected in the
spring water. The IOCs fluoride, sodium, and nitrate have been detected in the spring water but at
concentrations below the maximum contaminant level (MCL) for each chemical, as established by the EPA.
Traces of dphaand beta particles (radionuclides) have been detected in the spring.

Two Microscopic Particulate Analyses (MPAS) were completed to determine if the Preston Eastside spring is
influenced by surface water. The first test was completed during a high water table period (April 29, 2001)
and the second test was conducted during alow water table period (October 4, 2001). Therelative risk
rating for both samples was zero, indicating that the spring water is not influenced by surface water and is
considered ground water.

In terms of tota susceptibility, the spring rated automatically high for 10Cs, VOCs, SOCs, and microbia
contaminants due to an irrigation cand that runs within 30 feet upgradient of the spring. System congtruction
rated high and potentia contaminant land use scores were moderate for IOCs, VOCs, and SOCs, and low
for microbias.

This assessment should be used as a basis for determining appropriate new protection measures or re-
evauating exigting protection efforts. No matter what ranking a source receives, protection is dways
important. Whether the sourceis currently located in a*” pristing” area or an areawith numerous industria
and/or agricultura land uses that require surveillance, the way to ensure good water qudity in the future isto
act now to protect valuable water supply resources. If the system should need to expand in the future, new
well or soring Stes should be located in areas with as few potential sources of contamination as possible, and
the site should be reserved and protected for this specific use.

An effective drinking water protection program istaillored to the particular locdl drinking water protection
area. A community with afully developed drinking water protection program will incorporate many strategies.
For the Preston Eastside Water Works, drinking water protection activities should first focus on correcting
any deficiencies outlined in the sanitary survey (an ingpection conducted every five years with the purpose of
determining the physica condition of awater system’s components and its capacity). The spring islocated on
private land, and the water system has an easement on this property. The water system has not been able to
get permission to build a 100-foot radius fence to enclose the spring due to the land ownership stuation. The
water system may want to investigate modifying or amending the property easement as a viable means of
gaining better control over activitieswithin this area and protecting their sole drinking water source. Inthe
meantime, working with landowners and monitoring activities in the vicinity of the soring are good protection
measures. Theirrigation cand that runswithin 30 feet upgradient from the spring islined with clay, and hasa
steeply doped, three-foot high berm to prevent overflow that could impact the spring area. The water system
indicated that it is physicaly impossible to divert or move the cand, and the cand itself catches and diverts
surface water runoff from the spring’ s collection area (communication, 2003). Although the MPA tests show
that the spring is not under the influence of surface water, the water system should continue monitoring the
irrigation cana as a possible contaminant threet to their drinking water. The land uses within most of the
source water assessment areas are outside the direct jurisdiction of the Preston Eastside Water Works,



collaboration and partnerships with state and local agencies and industry groups should be established and are
critical to success. Educating employees and the public about source water will further assst the syseminiits
monitoring and protection efforts.

Due to the time involved with the movement of ground water, drinking water protection activities should be
amed a long-term management drategies even though these dtrategies may not yield results in the near term.
A strong public education program should be a primary focus of any drinking water protection plan. Public
education topics could include household hazardous waste disposa methods and the importance of water
consarvation. There are multiple resources available to help communities implement protection programs,
including the Drinking Water Academy of the EPA. Drinking water protection activities for agriculture should
be coordinated with the Idaho State Department of Agriculture, the Franklin County Soil Conservation
Didtrict, and the Natura Resources Conservation Service.

A community must incorporate avariety of srategiesin order to develop a comprehensive drinking water
protection plan, be they regulatory in nature (e.g., zoning, permitting) or non-regulatory in nature (i.e., good
housekeeping, public education, specific best management practices). For assistance in developing protection
drategies please contact the Pocatello Regiona Office of the Idaho Department of Environmenta Quality or
the Idaho Rurd Water Association.



SOURCE WATER ASSESSMENT FOR
PRESTON EASTSIDE WATER WORKS, PRESTON, IDAHO

Section 1. Introduction - Basis for Assessment

The following sections contain information necessary to understand how and why this assessment was
conducted. It isimportant to review thisinformation to under stand what the ranking of this
assessment means. Maps showing the delineated source water assessment area and the inventory of
sgnificant potentid sources of contamination identified within that areaareinduded. The ligt of Sgnificant
potentia contaminant source categories and their rankings used to devel op the assessment aso isincluded.

Level of Accuracy and Purpose of the Assessment

The Idaho Department of Environmental Qudity (DEQ) is required by the U.S. Environmenta Protection
Agency (EPA) to assess over 2,900 public drinking water sourcesin ldaho for their relative susceptibility to
contaminants regulated by the Safe Drinking Water Act. This assessment is based on aland use inventory of
the ddlineated assessment area, sengitivity factors associated with the spring, and aquifer characterigtics. Al
assessments must be completed by May of 2003. The resources and time available to accomplish
assessments are limited. Therefore, an in-depth, Ste-specific investigation to identify each significant potentia
source of contamination for every public water supply systlemisnot possible. This assessment should be
used as a planning tool, taken into account with local knowledge and concerns, to develop and
implement appropriate protection measuresfor thissource. Theresultsshould not be used as an
absolute measure of risk and they should not be used to under mine public confidence in the public
water system (PWS).

The ultimate god of the assessment isto provide data to local communities to develop a protection strategy for
their drinking water supply system. DEQ recognizes that pollution prevention activities generdly require less
time and money to implement than trestment of a public water supply system once it has been contaminated.
DEQ encourages communities to balance resource protection with economic growth and development. The
decision as to the amount and types of information necessary to develop a drinking water protection program
should be determined by the local community based on its own needs and limitations. Wellhead or drinking
water protection is one facet of a comprehensive growth plan, and it can complement ongoing loca planning
efforts.



FIGURE 1. Geographic Location of the Preston Eastside Water Works
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Section 2. Conducting the Assessment
General Description of the Source Water Quality

The Preston Eastside Water Works PWS (# 6210012) is a community drinking water system located in
Franklin County (Figure 1). The water system consists of one spring that was developed and covered in the
1930's, and later improved in 1990. The spring is located approximately two miles northeast of Preston on
the southwest Sde of Glendale Reservoir. The discharge of the spring is variable throughout the yeer,
depending on precipitation. The water from the spring is delivered to a 30,000-galon storage reservoir. The
drinking water from the system is disinfected using hypochlorine manudly injected into the reservoir. The
water system currently serves 130 persons through 40 connections.

Tota coliform bacteria have been detected in the distribution system severd times between July 1994 and
October 2002, with repeated detectionsin July 1994, January 1995, September 1998, and April 2001.
E.coli bacteriawere detected in the distribution system oncein 1997. However, no E.coli or coliform
bacteria have been detected at the spring. No synthetic organic chemicas (SOCs) or volatile organic
chemicds (VOCs) have been detected in the spring water. The inorganic chemicals (I0Cs) fluoride, sodium,
and nitrate have been detected in the spring water but at concentrations below the maximum contaminant level
(MCL) for each chemicd, as established by the EPA. Traces of dphaand beta particles (radionuclides) have
been detected at the spring and in the digtribution system.

Two Microscopic Particulate Analyses (MPAS) were completed to determine if the Preston Eastside spring is
influenced by surface water. The first test was completed during a high water table period (April 29, 2001)
and the second test was conducted during alow water table period (October 4, 2001). Therelative risk
rating for both samples was zero, indicating thet the spring water is not influenced by surface water and is
considered ground water.

Defining the Zones of Contribution — Delineation

The delinestion process establishes the physical area around a spring that will become the focd point of the
assessment. The process includes mapping the boundaries of the zone of contribution into time-of-travel
(TOT) zones (zones indicating the number of years necessary for a particle of water to reach a flowing spring)
for water in the aguifer. Washington Group Internationa (WGI) was contracted by DEQ to define the public
water system's zones of contribution. WGI used a refined method with a uniform flow mode approved by the
Source Water Assessment Plan (DEQ, 1999) in determining the 3-year (Zone 1B), 6-year (Zone 2), and 10-
year (Zone 3) TOT zones for water associated with the “None” hydrologic province in the vicinity of the
Preston Eastsde Water Works. The computer model used site specific data, assmilated by WGI from a
variety of sources including operator records and hydrogeologic reports. A summary of the hydrogeologic
information from the WGI is provided below.



Hydr ogeologic Conceptual M odel

Graham and Campbell (1981) identified and described 70 regiond ground water systems throughout |daho.
Thirty-four of these fal within the southeastern part of the state. The “None’ hydrologic province, as defined
in this report, includes dl the area outsde of the 34 regiona systemsin southeast Idaho. The smdler and more
locdized aquifersin the “None’ province typically are Stuated in the foothills and mountains that surround and
recharge the regiona ground water systems.

The mountains and valeys within the “None’ hydrologic province were formed during two events separated
by approximately 50 to 70 million years (Alt and Hyndman, 1989, pp. 329 and 336). The overthrust belt of
the northern Rocky Mountains was formed roughly 70 to 90 million years ago through the intruson of granitic
magma and a massive easward movement of large dabs of layered sedimentary rocks along faults that dip
shdlowly westward (Alt and Hyndman, 1989, p. 329). This movement caused extreme folding and fracturing
of the sedimentary and granitic rocks and, in many cases, left older formations lying on top of younger ones.
Later Basan and Range block faulting broke up the largely eroded Rocky Mountains into large uplifted and
downthrown blocks resulting in the present day northwest trending mountains and valleys seen throughout
southeast Idaho. Paleozoic and Precambrian limestone, dolomite, sandstone, shde, sltstone, and quartzite are
the predominant materias forming the mountains and probably compaose the bedrock underlying the valleys
between Salmon, 1daho on the north side of the Snake River Plain and Franklin, 1daho near the Utalhvidaho
border (Dion, 1969, p.18; Kariya et a., 1994, p. 6; Bjorklund and McGreevy, 1971, p. 12; and Parliman,
1982, p. 9).

Ground water movement in the mountains is primarily through a system of solution channels, fractures and
joints that commonly transmit water independently of surface topography (Bjorklund and McGreevy, 1971, p.
15; Dion, 1969, p. 18). Raston and others (1979, pp. 128-129) dtate that the geologic structural features
aso can contribute to the development of cross-basin ground water flow systems. Ground water entering a
geologic formation tends to follow the formation because hydraulic conductivities are greater pardld to the
bedding planes than across them. Synclines and anticlines provide structura avenues for ground water flow
under ridges from one valey to ancther.

The average annud precipitation in the mountains of southeast Idaho ranges from 20 inches on ridges near
Soda Springs to over 45 inches on the Bear River Range (Ralston and Trihey, 1975, p. 7, and Dion, 1969, p.
11). Thevdleysreceive an average of 7 to 10 inches annudly (Donato, 1998, p. 3, and Dion, 1969, p. 11).
Precipitation and seepage from streams are the primary source of recharge to the mountain aquifers (Kariya,
et d., 1994, p. 18, and Parliman, 1982, p. 13).

Ground water discharge occurs as springs and seeps issuing from faults, fractures, and solution channels and
as underflow to regiond aquifers. The Bear River Basin in the far southeast corner of the state contains
hundreds of prings issuing primarily from fractures and solution openings in the bedrock mountains (Dion,
1969, p. 47, and Bjorklund and McGreevy, 1971, pp. 34-35). Within Cache Valey many springs discharge
from the valey-fill deposits (Kariyaet d., 1994, p. 32).



Thereislittle available information on the distribution of hydraulic head and the hydraulic properties of the
aquifersin the “None’ hydrologic province. No U.S. Geologica Survey (2001) or Idaho Statewide
Monitoring Network (Nedy, 2001) wells are located in the areas of concern to provide information on ground
water flow direction and hydraulic gradient or to aid in modd cdibration. The information thet is avalable
indicates that the hydraulic properties are quite variable, even within a specific rock type. Ralston and others
(1979, p. 31), for example, present hydraulic conductivity estimates for fractured chert ranging from 2.2 to 75
feet per day (ft/day). Estimatesfor phosphatic shde are aslow as 0.07 ft/day (unfractured) and as high as 25
ft/day (fractured).

Springs and Spring Delineation M ethods

A spring is defined as a concentrated discharge of ground weter appearing at the ground surface as flowing
water (Todd, 1980). The discharge of a spring depends on the hydraulic conductivity of the aquifer, the area
of contributing recharge to the aquifer, and the rate of aquifer recharge. PWS springs are generdly perennid.
Large seasond changes in the discharge rates are an indication of ardatively shdlow flow sysem. While most
springs fluctuate in their rate of discharge, springs in volcanic rock (e.g., basdt) are noted for their nearly
congtant discharge (Todd, 1980).

Delinegtion of the drinking water protection areafor a goring involves specid consderation. Hydrogeologic
stting is foremost among the factors that control the shape and extent of the capture zone. A spring resulting
from the presence of ahigh permesbility fracture extending to great depth will have amuch different capture
zone than a depression spring formed where the ground surface intersects the water table in a unconsolidated
aquifer.

The Refined M ethod

The uniform flow option of WhAEM (Kraemer et d., 2000) was used to delineate the source areas for seven
springs that had some basis for estimating the flow direction, were located within Cache and Gem/Genttile
Valeys, and had agenerd lack of other hydrogeologic data. Required input for the uniform flow option
includes hydraulic gradient, hydraulic conductivity, aquifer thickness, and flow direction, but it does not require
the explicit definition of hydrologic boundaries. The creation of a uniform flow modd as used in this
delinegtion effort involved only two of the four main dements of the refined method. Modd Calibration
(element 2) and Sengitivity Andysis (eement 3) were not performed because there were no water level data
with which to cdibrate the models.

For the uniform flow modelsit is assumed that the PWS springs issue from sedimentary rock, due to the
prevaence of this materid throughout the mountains of southern Idaho. For this reason, the hydraulic
conductivity, effective porogity, and hydraulic gradient used in the modes are the default vaues presented in
Table F-3 of the Idaho Wellhead Protection Plan for mixed volcanic and sedimentary rocks, primarily
sedimentary rocks (IDEQ, 1997, p. F-6). The average discharge rates reported by the owner/operator or the
State of 1daho Public Water Supply Inventory Form were used for the Preston Eastsde Water Works spring.
A base devation of 0 feet mean sed leve (ft-md) was used to smplify the modeling process and had no
impact on the Sze or shape of the resulting source areas. To maintain conservatism, no ared recharge was
goplied in any of the uniform flow smulations.



FIGURE 2. Freston Eastside Water Works Delineation Map and Fotentia!l Contaminant Source Locations
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The delineated source water assessment area for the Preston Eastside Water Works spring can be described
asthree dightly oval areas (Figure 2). The actua data used by WGI in determining the source water
assessment delinestion arealis available from DEQ upon request.

I dentifying Potential Sources of Contamination

A potentid source of contamination is defined as any facility or activity that stores, uses, or produces, asa
product or by-product, the contaminants regulated under the Safe Drinking Water Act. Furthermore, these
sources have a sufficient likelihood of releesing such contaminants into the environment at levels that could
pose a concern relative to drinking water sources. The god of the inventory processisto locate and describe
those facilities, land uses, and environmenta conditions thet are potentid sources of ground water
contamination. Feld surveys conducted by DEQ and reviews of available databases identified potentia
contaminant sources within the delineated aress.

It isimportant to understand that a release may never occur from a potential source of contamination provided
they are using best management practices. Many potential sources of contamination are regulated at the
federd leved, sate leve, or both, to reduce therisk of release. Therefore, when a business, facility, or
property isidentified as a potentid contaminant source, this should not be interpreted to mean that this
business, facility, or property isin violation of any local, state, or federd environmentd law or regulation.
What it does mean isthat the potentia for contamination exists due to the nature of the business, industry, or
operation. There are anumber of methods that water systems can use to work cooperatively with potentia
sources of contamination, including educationd visits and ingpections of stored materids. Many owners of
such facilities may not even be aware that they are located near a public water supply source.

Contaminant Sour ce Inventory Process

A two-phased contaminant inventory of the study area was conducted in November and December 2002
Thefirgt phase involved identifying and documenting potentia contaminant sources within the Preston Eagtside
Water Works source water assessment area through the use of surveys, computer databases and Geographic
Information System (GIS) maps developed by DEQ. The second, or enhanced, phase of the contaminant
inventory involved contacting the operator to identify and add any additiona potential sources in the ddlineated
areas. The enhanced inventory was completed with the assstance of Lyle Porter. At the time of the enhanced
inventory, no additiond potential contaminant sources were found within the delineated source water area.
Table 1 beow includes alist of potentiad contaminant sources within the delinested area of the spring.
Additiondly, amap with the spring location, ddlineated areas, and potential contaminant sources are provided
with this report (Figure 2).
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Table 1. Preston Eastsde Water Works Spring, Potential Contaminant I nventory
Sour ce Description TOT Zoné' Sour ce of Information Potential Contaminants®
(years)
Irrigation Cand 0-3 (Zone 1A) Sanitary Survey IOC, VOC, SOC, Microbids
Glendde Road 0-3 GISMap IOC, VOC, SOC, Microbids
Glendde Road 3-6,6-10 GISMap 10C, VOC, SOC
Unimproved Road 0-3 GISMap IOC, VOC, SOC, Microbids
Unimproved Road 3-6,6-10 GISMap I0C, VOC, SOC
Worm Cresk 0-3 GISMap IOC, VOC, SOC, Microbids
Worm Cresk 36,610 GISMap I0C, VOC, SOC
Glendd e Reservoir 3-6,6-10 GISMap I0C, VOC, SOC

'TOT =time-of-travel (in years) for a potential contaminant to reach the wellhead
210C = inorganic chemical, VOC = volatile or ganic chemical, SOC = synthetic organic chemical

Section 3. Susceptibility Analysis

The spring’ s susceptibility to contamination was ranked as high, moderate, or low risk according to the
following consderations. congtruction, land use characterigtics, and potentidly significant contaminant sources.
The susceptibility rankings are specific to a particular potentia contaminant or category of contaminants.
Therefore, a high susceptibility rating relative to one potential contaminant does not mean that the water system
isat the samerisk for dl other potential contaminants. The relative ranking that is derived for the soringisa
qualitative, screening-level step that, in many cases, uses generdized assumptions and best professiona
judgement. Attachment A contains the susceptibility anadysis worksheet. The following summaries describe
the rationae for the susceptibility ranking.

Spring Construction

Spring congtruction scores are determined by eva uating whether the spring has been congtructed according to
Idaho Code (IDAPA 58.01.08.04) and if the spring’s water is exposed to any potentia contaminants from the
time it exits the bedrock to when it enters the digtribution system. If the spring’ sintake structure, infiltration
gdlery, and housing are located and congtructed in such a manner asto be permanent and protect it from al
potentia contaminants, is contained within afenced area of at least 100 feet in radius, and is protected from al
surface water by diversons, berms, etc., then Idaho Code is being met and the score will be lower. If the
spring’ swater comesin contact with the open aimosphere before it enters the ditribution system, it receives a
higher score. Likewise, if the spring’ s water is piped directly from the bedrock to the distribution system or is
collected in a protected spring box without any contact to potential surface-related contaminants, the score is
lower.

The spring islocated at the bottom of a steep hillside about 30 feet downgradient of an irrigation cand. In
2001, asteeply doped, three-foot high berm was built to prevent overflow from the cand. Water flows from
the spring into a concrete spring box. A concrete manhole with ametal locking cover accesses the spring box.
A ten-inch sted pipe carries the water from the pring box across Glendae Road to the storage reservoir
gpproximately two miles south of the spring.
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The spring rated highly susceptible for system congtruction (Table 2). According to the 1999 sanitary survey,
the collection area of the spring is not covered with an impervious clay layer and/or ageo-membrane to
prevent surface water from infiltrating to the source water. Although the water system has an easement on the
land where the spring islocated, the spring is on private property. Additiondly, the spring arealis not fenced
to redtrict access and there is no diversion above the spring to prevent surface water runoff from contaminating
the collection area.

Potential Contaminant Source and Land Use

The spring rated moderately susceptible for 10Cs (i.e., nitrates, arsenic), VOCs (i.e., petroleum products),
and SOCs (i.e., pedticides), and low for microbia contaminants (i.e., bacteria). The predominant agricultural
land use of the area and the road and water corridors within the 3-year TOT zone of the delinestion
contributed to the overdl potentia contaminant and land use ratings.

Final Susceptibility Ranking

A detection above adrinking water standard MCL, any detection of aVVOC or SOC, or a confirmed
microbid detection at the oring will automaticaly give a high susceptibility reting to the spring, despite the land
use of the area, because a pathway for contamination dreaedy exists. Additionaly, potentia contaminant
sources within 100 feet of a goring will automaticaly lead to a high susceptibility rating. Having multiple
potential contaminant sources in the 0- to 3-year TOT zone (Zone 1B) contribute gregtly to the overdl
ranking.

Table 2. Summary of Preston Eastsde Water Works Susceptibility Evaluation
Susceptibility Scores*

Drinking Water Potential an Sysem Final Susceptibility Ranking
Inventory and Land Use .
Source e Congtruction —
IOC | VOC [ SOC | Microbids 10C VOC OC Microbias
Spring M M M L H H* H* H* H*

'H = High Susceptibility, M = M oder ate Susceptibility, L = L ow Susceptibility,
10C =inorganic chemical, VOC = volatile organic chemical, SOC = synthetic or ganic chemical
H* = Automatic high susceptibility dueto an irrigation canal within 30 feet of the spring collection area

Susceptibility Summary
In terms of tota susceptibility, the spring rated automaticaly high for IOCs, VOCs, SOCs, and microbid
contaminants due to an irrigation cand that runs within 30 feet upgradient of the spring (Figure 2). System

congtruction rated high and potentia contaminant land use scores were moderate for 10Cs, VOCs, and
SOCs, and low for microbias.
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Totd coliform bacteria have been detected in the distribution system severd times between July 1994 and
October 2002, with repeated detectionsin July 1994, January 1995, September 1998, and April 2001.
E.coli bacteria were detected in the digtribution system once in 1997. However, no E.coli or coliform
bacteria have been detected at the spring. No SOCs or VOCs have been detected in the spring water. The
IOCs fluoride, sodium, and nitrate have been detected in the spring water but at concentrations below the
MCL for each chemicd, as established by the EPA. Traces of dpha and beta particles (radionuclides) have
been detected at the spring and in the distribution system.

Two MPAs were completed to determine if the Preston Eastsde Water Works spring is influenced by surface
water. Thefirst test was completed during a high water table period (April 29, 2001) and the second test was
conducted during alow water table period (October 4, 2001). The relative risk rating for both samples was
zero, indicating that the spring water is not influenced by surface water and is consdered ground water.

Section 4. Options for Drinking Water Protection

This assessment should be used as a basis for determining appropriate new protection measures or re-
evauating existing protection efforts. No matter what ranking a source receives, protection is aways
important. Whether the sourceis currently located in a*“ pristing” area or an areawith numerous indudtria
and/or agricultura land uses that require surveillance, the way to ensure good water qudity in the future isto
act now to protect vauable water supply resources. |If the system should need to expand in the future, new
well or spring Sites should be located in areas with as few potentia sources of contamination as possible, and
the site should be reserved and protected for this specific use.

An effective drinking water protection program istailored to the particular locd drinking water protection
area. A community with afully developed drinking water protection program will incorporate many strategies.
For the Preston Eastsde Water Works, drinking water protection activities should first focus on correcting
any deficiencies outlined in the sanitary survey. The spring islocated on private land, and the water system has
an easement on this property. The water system has not been able to get permission to build a 100-foot
radius fence to enclose the soring due to the land ownership Situation. The water system may want to
investigate modifying or amending the property easement as a viable means of gaining better control over
activitieswithin this areaand protecting their sole drinking water source. In the meantime, working with
landowners and monitoring activities in the vicinity of the soring are good protection measures. The irrigation
cand that runs within 30 feet upgradient from the spring is lined with clay, and has a eeply doped, three-foot
high berm to prevent overflow that could impact the spring area. The water system indicated that it is
physicaly impossible to divert or move the cand, and the cand itsdlf catches and diverts surface water runoff
from the spring’ s collection area (communication, 2003). Although the MPA tests show that the spring is not
under the influence of surface water, the water system should continue monitoring the irrigetion cand asa
possible contaminant threet to their drinking water. The land uses within most of the source water assessment
areas are outsde the direct jurisdiction of the Preston Eastside Water Works, collaboration and partnerships
with state and local agencies and industry groups should be established and are critical to success. Educating
employees and the public about source water will further assst the system in its monitoring and protection
efforts.
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Due to the time involved with the movement of ground water, drinking water protection activities should be
amed a long-term management drategies even though these dtrategies may not yield results in the near term.
A strong public education program should be a primary focus of any drinking water protection plan. Public
education topics could include household hazardous waste disposa methods and the importance of water
consarvation. There are multiple resources available to help communities implement protection programs,
including the Drinking Water Academy of the EPA. Drinking water protection activities for agriculture should
be coordinated with the Idaho State Department of Agriculture, the Franklin County Soil Conservation
Didtrict, and the Natura Resources Conservation Service.

A community must incorporeate avariety of srategiesin order to develop a comprehensive drinking water
protection plan, be they regulatory in nature (e.g., zoning, permitting) or non-regulatory in nature (i.e., good
housekeeping, public education, specific best management practices). For assistance in developing protection
drategies please contact the Pocatello Regiond Office of the DEQ or the Idaho Rurd Water Association.
Assistance

Public water supplies and others may cdl the following DEQ offices with questions abouit this assessment and
to request assstance with developing and implementing alocal protection plan. In addition, draft protection
plans may be submitted to the DEQ office for preiminary review and comments.

Pocatdlo Regiona DEQ Office (208) 236-6160

State DEQ Office (208) 373-0502

Webdte| http://www.deg.state.id.us

Water suppliers serving fewer than 10,000 persons may contact Mdinda Harper
(mlharper@idahorurawater.com), Idaho Rural Water Association, at (208) 343-7001 for assistance with
drinking water protection (formerly wellhead protection) strategies.
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POTENTIAL CONTAMINANT INVENTORY LIST OF ACRONYMSAND DEFINITIONS

AST (Aboveground Storage Tanks) — Siteswith
aboveground storage tanks.

Business Mailing List — Thislist contains potential
contaminant sites identified through a yellow pages database
search of standard industry codes (SIC).

CERCLA — Thisincludes sites considered for listing under the
Comprehensive Environmental Response Compensation
and Liability Act (CERCLA). CERCLA, more commonly
known as Superfund is designed to clean up hazardous waste
sitesthat are on the nationd priority list (NPL).

Cyanide Site — DEQ permitted and known higtorical
stesffacilities usng cyanide.

Dairy — Sitesincluded in the primary contaminant source
inventory represent those facilities regulated by |daho State

Department of Agriculture (ISDA) and may range from afew
head to severad thousand head of milking cows.

Deep I njection Well — Injection wells regulated under the
Idaho Department of Water Resources generdly for the
digposd of sormwater runoff or agricultura field drainage.

Enhanced Inventory — Enhanced inventory locations are
potentia contaminant source sites added by the water system.
These can include new sites not captured during the primary
contaminant inventory, or corrected locations for sites not
properly located during the primary contaminant inventory.
Enhanced inventory sites can aso include miscellaneous sites
added by the Idaho Department of Environmental Quaity
(DEQ) during the primary contaminant inventory.

Floodplain — Thisis a coverage of the 100-year floodplains.

Group 1 Sites— These are Stesthat show elevated levels of
contaminants and are not within the priority one aress.

I norganic Priority Area— Priority one aress where gregter
than 25% of the wells/springs show congtituents higher than
primary standards or other heglth standards.

L andfill — Aress of open and closed municipa and non-
municipa landfills.

LUST (L eaking Underground Storage Tank) — Potentia
contaminant source sites associated with lesking underground
storage tanks as regulated under RCRA.

Mines and Quarries—Mines and quarries permitted through
the Idaho Department of Lands.)

Nitrate Priority Area— Areawhere grester than 25% of
wellg/'springs show nitrate va ues above Smg/l.

NPDES (National Pollutant Discharge Elimination
System) — Siteswith NPDES permits. The Clean Water Act
requiresthat any discharge of apollutant to waters of the
United States from a point source must be authorized by an
NPDES permit.

Oraganic Priority Areas— These are any arees where gregter
than 25% of wells/springs show levels greater than 1% of the
primary standard or other heglth standards.

Rechar ge Point — Thisincludes active, proposed, and possible
recharge sites on the Snake River Plain.

RCRA —Site regulated under Resour ce Conservation
Recovery Adt (RCRA). RCRA iscommonly associated with
the cradle to grave management approach for generation,
storage, and disposd of hazardous wastes.

SARA Tie 1l (Superfund Amendmentsand
Reauthorization Act Tier |l Facilities) — These sites store
certain types and amounts of hazardous materias and must be
identified under the Community Right to Know Act.

Toxic Rdease Inventory (TRI) — The toxic release inventory
list was developed as part of the Emergency Planning and
Community Right to Know (Community Right to Know) Act
passed in 1986. The Community Right to Know Act requires
the reporting of any release of achemicd found onthe TRI lit.

UST (Underground Storage Tank) — Potential contaminant
source sites associated with underground storage tanks
regulated as regulated under RCRA.

Wasewater Land Applications Sites— These are arees where
the land application of municipd or industria wastewater is

permitted by DEQ.
Wellheads — These are drinking water well locations regulated

under the Safe Drinking Water Act. They are not trested as
potential contaminant sources.

NOTE: Many of the potential contaminant sources were
located using a geocoding program where mailing addresses are
used to locate afacility. Field verification of potentia
contaminant sources is an important element of an enhanced
inventory.
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Attachment A
Preston Eastside Water Works

Susceptibility Analysis
Worksheet
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Susceptibility Analysis For mulas

Formula for Spring Sour ces
Thefind gpring scores for the susceptibility andys's were determined using the following formulas

1. VOC/SOC/IOC/ Fina Score = (Potential Contaminant/Land Use X 0.6) + System Congtruction

2. Microbid Find Score = (Potentid Contaminant/Land Use X 1.125) + System Construction

Find Susceptibility Scoring:
0-7 Low Susceptibility
8- 15 Moderate Susceptibility
3 16 High Susceptibility
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Spring Water Susceptibility Report Public Water System Name : PRESTON EASTSI DE WATER WORKS SPRI NG
Public Water System Nunber 6210012 12/2/2002 11:02:55 AM

I ntake structure properly constructed NO 1
Is the water first collected froman underground source
Yes=spring devel oped to collect water frombeneath the ground; |ower score NO 2

No=wat er collected after it contacts the at mosphere or unknown; higher score

Total System Construction Score 3
(Je ol vVoC SCC M crobi al
2. Potential Contaminant / Land Use - ZONE 1A Score Score Score Score
Land Use Zone 1A | RRI GATED PASTURE 1 1 1 1
Farm chem cal use hi gh NO 0 0 0
1QC, VOC, SOC, or Mcrobial sources in Zone 1A YES YES YES YES YES
Total Potential Contam nant Source/lLand Use Score - Zone 1A 1 1 1 1
Potential Contanminant / Land Use - ZONE 1B
Cont ani nant sources present (Nunber of Sources) YES 4 4 4 4
(Score = # Sources X 2 ) 8 Points Maxi num 8 8 8 8
Sources of Aass |l or Ill |eacheabl e contam nants or YES 7 3 3
4 Points Maxi num 4 3 3
Zone 1B contains or intercepts a GQoup 1 Area NO 0 0 0 0
Land use Zone 1B Geater Than 50% Non-Irrigated Agricul tural 2 2 2 2
Total Potential Contami nant Source / Land Use Score - Zone 1B 12 11 11 8
Potential Contam nant / Land Use - ZONE ||
Cont ami nant Sour ces Present YES 2 2 2
Sources of Aass |l or IIl |eacheabl e contam nants or YES 1 1 1
Land Use Zone || Qeater Than 50% Non-1rrigated Agricultural 1 1 1
Potential Contam nant Source / Land Use Score - Zone || 4 4 4 0
Potential Contam nant / Land Use - ZONE |11
Cont anmi nant Sour ce Present YES 1 1 1
Sources of Aass |l or Ill |eacheabl e contam nants or YES 1 1 1
Is there irrigated agricultural |ands that occupy > 50% of yes 1 1 1
Total Potential Contanminant Source / Land Use Score - Zone |11 2 2 2 0
Qunul ative Potential Contam nant / Land Use Score 22 21 21 12
4. Final Susceptibility Source Score 16 16 16 16
5. Final Spring Ranking H gh H gh H gh H gh
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